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Orlglnator
Planner
Drawlng NO
Equlp No/Cat
Pro3ect ID
Shutdown
Ref No

KENNETH NIELSON Schedule Date
DAVID ALLAN Priorlty
ISGB-M2064A Clearance
ISGB--0 2 Tag Request

Text ID
N No Shutdown Frequency

Last Reading

Step

1

Job Scope
.................................

PROVIDE INSULATION SUPPORT TO MECHANICS
REPLACING THE    1/3    OVER FIRE AIR (OFA)
DAMPER ACTUATORS AiqD ASSOCIATED SUPPORTS.
THERE ARE 4 SEPAP~ATE DRIVES AND SUPPORTS
THAT WILL BE REPI~ACED.

08/25/03 Date Completed:
3A
NO Completed By :

PREPLAN 001ASB*2-13 Accepted By :
NOT SCHEDULED
No Reading

MN DY Safety and Additional Information

2 1 SAFETY / ENVIRONMENTAL REQUIREMENTS:

* THIS EQUIPMENT    IS VERY HOT.    PROTECT
YOURSELF FROM BURNS BY BEING CAREFUL AND
BY DONNING PPE APPROPRIATE FOR THIS JOB
AND THE CONDITIONS ENCOUNTERED.

Failure Code:

Szgnature    :

Signature    :

** Delay Codes Legend **
W=Whse C=CrSp T=Tag    TL=Tool P=Plan

** Record Time Daily ** Delays
Emp No Date Hours Code/Hrs

INSTRUCTIONS:

i. READ THIS ENTIRE WORK ORDER,
INCLUDING "SAFETY / ENVIRONMENTAL" AND
"ADDITIONAL INFORMATION" SECTIONS, BEFORE
STARTING WORK.

2,    MEET WITH THE MECHANICS ASSIGNED TO
THE PROJECT TO DISCUSS THEIR INSULATION
REMOVAL NEEDS. REMOVE INSULATING MATERIALS
AS NECESSARY TO PERMIT THE MECHANICS
ACCESS TO THE OFA DUCT WALLS SO THAT THEY
CAN REPLACE THE 1/3 DAMPER DRIVES AND
SUPPORT STEEL.    SAVE ALL REUSABLE MATERIAL
FOR REINSTALLATION.

* WEAR YOUR DUST RESPIRATOR WHILE
WORKING WITH INSULATION.

* THIS EQUIPMENT IS LOCATED IN AN AREA
THAT HAS A HIGH AMBIENT TEMPERATURE.
DRINK PLENTY OF WATER AND WATCH FOR SIGNS
OF HEAT STRESS THAT COULD DEVELOP    IN YOU
OR YOUR COWORKERS. LEAVE THE AREA AND
REPORT TO YOUR SUPERVISOR AT THE ONSET OF
ANY PROBLEMS.

* ALWAYS WEAR ALL REQUIRED PPE.

******************************************

3. PROVIDE OTHER RELATED CHAFT SUPPORT
ASSOCIATED WITH THIS MODIFICATION AS
DIRECTED.

4. REINSTALL THE INSULATING MATERIALS
REMOVED AFTER THE MODIFICATIONS HAVE BEEN
COMPLETED, AND YOU HAVE BEEN DIRECTED TO
DO SO.

5. CLEAN UP AFTER YOURSELF.

ADDITIONAL INFORMATION:

* LOCATION: UNIT-I BOILER AREA, 9TH
FLOOR, OFA DUCTS.

* CREW 57 (JIM KELSEY, X6853) HAS THE
LEAD WORK ORDER. I&C (JOHN FRITZGES,
X6411) HAVE A SUPPORT WORK ORDER.

* KEN NIELSON (x6437) AND PHIL HAILES
(x6438) ARE THE ENGINEERS RESPONSIBLE FOR

** IMPORTANT NOTICE **
YOU ARE RESPONSIBLE FOR YOUR OWN SAFETY AND MUST
ENSURE THAT THE REQUIRED PPE    IS WORN FOR EVERY
JOB YOU ARE DOING.        IF YOU HAVE ANY QUESTIONS
CONCERNING THE WORK RULES, SAFETY CODES, OR
REQUIRED PPE, PLEASE CONTACT YOUR SUPERVISOR.

Job Feedback/Historzcal Notes:
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Step Job Scope Cont’d

1 ADDITIONAL INSTRUCTION BY SUPV ............

M~N DY

02-60456-46 ISSUE DATE 01/06/11

Safety and Additional Information Cont’d

THIS MODIFICATION PROJECT.

* NOTHING IS STAGED FOR THIS WORK ORDER.

******************************************
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Notes Cont’d:
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** Work Order Tools List **
Ln Tool No Noun Qualifier Measure 1          Measure 2

1 5330 SCAFFOLDING, 5’6" 4 RUNG
2 5322 SCAFFOLDING, 6’ PLATFORM
3 5323 SCAFFOLDING, PLATFORM 6’
4 5320 SCAFFOLDING, COUPLER HEX NUT RT. ANGLE ALUMINUM

ISSUE DATE 01/06/11

Measure 3 Rqd

4
8
2
6
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